
DISTRICT OF COLUMBIA WATER AND SEWER AUTHORITY 
DEPARTMENT OF WATER SERVICES 

3900 Donaldson PI, N.W. WASHINGTON DC 20016 

Lead & Copper Compliance Report 
July- December 2005 
(REVISED 5-3-2006) 

• Number of Samples Taken: 118 
• Lead 90th 0/o (First Draw): 0.015 mg/L or 15 ppb 
• Lead 90th 0/o (Second Draw): 0.018 mg/L or 18 ppb 
• Copper 90th 0/o (First Draw): 0.077 mg/L or 77 ppb 
• Copper 90tho/o (Second Draw): 0.055 mg/L or 55 ppb 
• Sampling Composite 

o Number of Samples Accepted for Compliance Monitoring: 102 
o Number of Routine Samples Taken: 100 
o Number of Repeat Samples Collected for Compliance Monitoring: 2 
o Number of Sampling Locations: 100 
o Percent Full Lead Service Line Samples: -81% 
o Percent Partial Lead Service Line Samples: -19% 
o Number of Samples Invalidated: 16 

• Number of Samples Invalidated by EPA on December 27,2005:3 
• Number of Samples Invalidated by EPA on February 12, 2006: 12 
• Number of Samples Invalidated by EPA on Apri110, 2006: 3 
• Number of Samples Revalidated by EPA on Apri110, 2006: 3 
• Number of Samples Invalidated by EPA on Apri128, 2006: 1 

o Number of Replacement Samples Collected in 2006: 12 

The District of Columbia is below the Lead Action Level for a second consecutive semester at 
0.015 mg/L or 15 ppb (first draw) and below the Copper action level at 0.077 mg/L or 77 ppb 
(first draw). 

Orthophosphate addition was implemented on August 23, 2004. Since the addition, overall first 
draw lead levels have been on the decline. This semester ten (1 0) first draw samples were above 
the action level, however 7 of those samples were less than 26 ppb. 

In November 2004, W ASA implemented a door-to-door solicitation, educating customers on the 
importance of sampling, which was well received in most cases and increased the number of 
samples collected. This education program appeared to continue its success in 2005 as 98% of 
the sample pool was from the routine list. Samples were collected evenly throughout the 
monitoring period from July through December at approximately 20 samples per month. 

For the monitoring period of July to December 2005, 196 sampling kits were dropped off to 
participants on the routine monitoring list, supplemental sites and customer requests. Ofthe 196 



samples, 90 sampling kits were not returned. Those addresses are listed in Section 4. For the 
remainder, there were a total of 106 samples collected during the compliance monitoring period. 
An additional 12 samples were collected in February and March 2006 to replace the samples that 
were invalidated by EPA on February 12, 2006 and April28, 2006. One-hundred, two (102) of 
all samples collected met the compliance monitoring criteria as described in the 2005 lead and 
copper monitoring plan (Section 5). One hundred (1 00) samples were from the routine list. The 
rem~ two (2) samples were from locations where sampling kits were accidentally dropped 
off: -'-28th St, NW and-'S St, NW. These two locations met the tier I criteria and were 
included in the compliance calculation. 

There were two (2) locations ofthe one hundred, two (102) samples that were mistakenly 
sampled twice in the monitoring period. This occurred at the time the staff person in charge of 
sample assignments was out of the office and backup support staff accidentally dropped off 
bottles a second time at these locations. These samples met the tier 1 criteria and were both 
included in the compliance monitoring calculation. 

Of the sixteen (16) samples that did not meet the compliance monitoring criteria, there were 
three (3) samples collected from two locations that were not be used for compliance monitoring. 
Analysis results are located in Section 2. The addresses ofthese locations are as follows: 

• -Kenyon Street, NW 
o Sample ID # 0511015-027 
o Analysis Date 111112005 

• .. Columbia Rd, NW 
o Sample ID # 0512018-001 
o Analysis Date 7/29/2005 
o Sample ID # 0511015-023 
o Analysis Date 1111/2005 

A detailed review of the chain of custody of _ Kenyon St, followed by a discussion with the 
resident, confirmed that the sample collected on 10/27/05 was actually taken from a filter. On 
December 2, 2005 W ASA had the customer bypass the filter and recollect the sample. The 
sample collected on December 2, 2005 will be used for compliance purposes. 

On November 28, 2005 WASA determined tha~ Columbia Rd no longer met the tier I 
requirement. A full lead service line replacement occurred in August 2004. In addition, 
discussion with the customer on November 28, 2005 revealed major replumbing inside the home 
was recently conducted. According to W A SA's most recent lead and copper monitoring plan 
(Section 5), if a home has had major indoor plumbing construction after 1986 and has a copper 
service line, the resident would NOT qualify as a Tier 1 site. There were two samples collected 
this semester from this home after the major plumbing had occurred. Therefore, these samples 
will also not be included in the compliance calculation. 

On December 14,2005, WASA requested the invalidation ofthese three (3) samples to be 
included in the July - December 2005 lead & copper monitoring report, but not include them 
towards the 90th percentile calculation. The chain of custody documents for these three (3) 
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samples are located in Section 7. EPA Region III approved WASA's request and invalidated 
these three (3) samples by email dated December 27, 2005 and by letter dated January 5, 2006. 

On January 3, 2006, W ASA submitted the Lead and Copper Compliance Report. In response to 
EPA's letter dated January 12, 2006, and electronic messages of January 27, 2006 and February 
8, 2006, W ASA provided additional documentation to EPA on February 3 and 10, 2006. Based 
on this information, on February 22, 2006, EPA invalidated twelve (12) samples listed below: 

• Florida Ave. NE 
• V St, NW 
• 19th St, NW 
• Monroe St, NW 
• Klingle Rd, NW 
• lmontRd, NW 
• Highland PI, NW 
• YumaSt,NW 
• 13th St, NW 
• Summit PI, NE 
• St, NE 
• G St, NE 

EPA's February 22,2006 invalidation notice required WASA to collect samples at a minimum 
of eleven (11) additional tier 1 locations within 20 days of the receipt of that letter to reach the 
minimum number of samples required for the monitoring period, 100 samples. EPA noted that 
the replacement samples must meet the tier 1 criteria and be taken at eleven (11) locations other 
than those already used for sampling during the monitoring period. 

At the time W ASA received EPA's notice of invalidation, W ASA had already submitted 22 
samples to the lab for analysis. Prior to receiving the sampling results, W ASA proceeded to 
screen these sample locations sampled on February 7, 8, and 9, 2006 to determine which of the 
22 samples could qualify as replacements. Of the 22 samples, ten (1 0) sites had not been 
sampled during the July- December 2005 monitoring period and met the tier 1 criteria. WASA 
sent out another set of sample bottles to customers on March 5, 2006 and the first sample that 
met the replacement criteria was collected on March 6, 2006. 

On March 27, 2006, W ASA submitted the results and documentation for the eleven (11) samples 
to EPA for their review and approval. On April 1 0, 2006, EPA accepted all eleven (11) samples 
as replacements. 

On March 27, 2006, W ASA requested the invalidation of two (2) additional sample locations for 
not meeting the Tier 1 criteria and included a note regarding a third sample, which EPA had in 
conference indicated would not need to be invalidated. On April 5, 2006, W ASA provided 
additional information to EPA in response to EP N s, March 31, 2006 request for additional 
documentation regarding the third sample. On AprillO, 2006, EPA accepted WASA's request 
and invalidated the two (2) samples and invalidated the third based on the information provided. 
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• D St, NE- Test pitted as copper on August 30, 2005 
• St, NE- Test pitted as copper on September 29, 2005 
• St, NE- Test pitted as galvanized on November 17, 2005 

In March 2006, WASA test pitted the following three (3) addresses that EPA had invalidated on 
February 12, 2006. WASA selected the invalidated sites to reevaluate based on: 1) prior 
participation in routine monitoring program, 2) prior water quality data, showing 2"d draw 
exceedances, 3) age of the home, and 4) no record of any public or private lead service line 
replacement. W ASA found that the service lines at these addresses were in fact lead. 

• 
• 
• 

VSt,NW 
Klingle Rd, NW 
13th St, NW 

On March 27, 2006, WASA requested revalidation of these three (3) samples, based on the test 
pit data. On April 10, 2006, EPA withdrew their invalidation determination for these three (3) 
samples. Consequently, W ASA has incorporated the results for these three (3) samples into the 
90th percentile calculation: 

On April 25, 2006, W ASA revised the Lead and Copper Compliance Report and submitted the 
revised report to EPA. During the preparation of the revised report, W ASA learned of additional 
information pertai~ three (3) Ioca.at were samiJled during the July- December 
monitoring period-Volta PI, NW, A St, SE, and~uidekoper PI, NW. W ASA 
provided this information to EPA, in the letter dated April 25, 2006. On April 28, 2006, EPA 
invalidated the sample collected a~Volta PI, NW, based on the information provided. 
EPA's invalidation notice required WASA, within twenty (20) days of receipt ofthe letter, to 
collect one (1) additional sample at a location that meets the tier 1 criteria and was not sampled 
during the July- December 2005 monitoring period. 

EPA's invalidation notice acknowledged that WASA may have additional sample results taken 
earlier in 2006 that may be submitted as the replacement sample and that W ASA sent a batch of 
samples to customers on March 5, 2006. EPA's notice encouraged WASA to respond as quickly 
as possible, but no later than 30 days from the date of the notice with a revised and certified 90ili 
percentile calculation. 

On April 28, 2006, W ASA reviewed the batch of samples that were sent to customers on March 
5, 2006 to identify the first sample that met the tier I criteria. As discussed above, the fist 
sample from this batch was collected on March 6, 2006 and was included as a replacement 
sample in the March 27, 2006 correspondence. Therefore, W ASA selected the second sample 
from this batch, which was collected on March 7, 2006 at 6:52a.m. from .. Iowa Ave., NW. 
This location meets the tier I criteria and was not sampled during the July- December 2005 
monitoring period. The sample results for this site have been included in the 90th percentile 
calculation. The documentation for this sample is included as an attachment to the cover letter 
for the transmittal of this revised report. 
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Detailed results of all samples including invalidated and revalidated samples are located in 
Section 2. 

Summary of Sections 

Section 1 - Summary of compliance results. 
Section 2 - Detail report of all results collected under the compliance program 
Section 3 - Summary of all samples collected under the customer service and Lead Service 

Line Replacement program 
Section 4 - Summary of all locations where bottles were dropped off but no customer 

participation 
Section 5- July- December 2005 Lead and Copper Sampling Plan 
Section 6- Lab reports (hard copy only) 
Section 7 - ·chain of custody forms for the (3) samples invalidated by EPA letter dated I /5/06 
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Section 1. 
Summary of Lead Compliance Results 

2 USETTSAVE SE OND OND 

3 OND OND 

OND OND 

. OND 0.006 

0<.5ppb 0<.sppb 

0<.5ppb 0.001 

8 0<.sppb 0.001 

9 0<.5ppb OND 

10 0.001 0<.sppb 

11 0.001 OND 

12 0.001 0.001 

13 0.001 0.001 

14 0.001 0.001 

15 0.001 0.001 

16 0.002 . OND 

17 0.002 0.003 

18 0.002 

19 0.002 0.001 

20 0.002 0.003 

21 0.002 0.002 

22 0.002 0. 

23 0.00253 0.003 

24 0.003 0.003 

25 0.003 0.006 

26 ' 0.003 0.003 

27 0.003 0.003 

28 0.003 0.003 

29 0.003 0.002 

30 0.002 

31 0.004 

32 0.004 0.001 

33 0.004 0.002 

34 0.004 0.020 

35 0.003 
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37 0.004 0.007 

38 0.004 0.004 

39 0.004 0.00453 

40 0.004 0.007 

41 0.00453 0.002 

42 0.005 0.007 

43 0.005 0.007 

44 0.005 0.004 

45 0.008 

46 0.005 0.005 

47 0.005 0<.5ppb 

48 0.005 0.010 

49 0.005 0.007 

50 0.005 0.007 

51 0.005 0.003 

52 0.006 0.013 

53 0.006 0.002 

54 0.006 0.026 

55 0.006 

56 0.007 0.004 

57 0.007 0.005 

58 0.007 0.003 

59 0.007 0.012 

60 0.007 0.006 

61 0.007 0.006 

62 0.007 0.006 

63 0. 0.010 

64 0.007 0.006 

65 0.007 0.008 

66 0.008 0.011 

0.008 0.006 

0.008 0.008 

0.009 0.007 

70 0.009 0.013 

71 0.009 0.008 

72 0.009 0.004 

73 0.010 0.00853 
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77 

78 

79 

80 

81 

82 

83 

84 

85 

86 

87 

88 

89 

90 

91 

95 

96 

97 

98 

99 

100 

101 

102 
Footnotes: 
ND = Result listed as ND or Non Detect on lab report form 
<.Sppb =Result listed as <0.0005 mg!L on lab report form 

0.010 

0.00553 

0.010 0.006 

0.010 0.004 

0.011 0.032 

0.011 0.005 

0.011 0.009 

0.012 0.005 

0.012 0.008 

0.012 

0.012 0.016 

0.013 0.017 

0.013 0.016 

0.013 0.018 

3 53 

0.013 0.016 

0.014 0.013 

0.015 0.015 

0.016 0.005 

0.017 0.008 

0.017 0.039 

0.024 0.023 

0.024 0.018 

0.025 0.021 

0.028 0.008 

0.030 0.030 

1 

I. Indicates 90th percentile for lead first draw= 102 samples x 0.9 = 91.8 rounded to 92"d sample 
2. Indicates samples taken twice in same semester at the same location 
3. Indicates this result was not rounded to 3 decimal places because the lab result rounded the numerical 

results to 4 decimal places and rounding this result to will cause a double rounding error. 
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Section 1. 
Summary of Copper Compliance Results 

2 0.006 

3 0.008 

4 0.007 0.011 

5 0.007 0.011 

6 0.008 0.008 
7 0.008 0.007 

0.008 0.011 

0.009 0.024 

0.009 0.010 

0.010 0.011 

12 0.011 0.008 

13 0.012 0.012 

14 0.012 0;009 

15 0.012 0.007 

16 0.013 0.006 

17 0.013 0.013 

18 0.008 

19 0.013 0.009 

20 0.015 0.007 

21 0.016 0.016 

22 .016 

23 0.016 0.005 

24 0.016 0.009 

25 RTHAMPTON ST NW 0.017 0.031 

26 0.018 0.013 

27 0.018 0.008 

28 0.018 0.006 

29 0.009 

30 0.019 0.015 

31 0.019 0.055 

32 0.020 0.017 

33 0. 0. 

34 0.020 0.017 

35 0.021 0.010 

36 3 
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0.021 

39 0.021 0.023 
40 0.022 0.010 
41 0.022 0.007 
42 0.022 0.018 
43 0.024 0.017 
44 0.024 0.040 
45 0.025 0.018 
46 HANAN STNW 0.025 0.015 
47 0.026 0.025 
48 0.028 0.009 
49 0.028 0.026 

50 0.028 0.004 
51 0.030 0.010 
52 0.030 0.018 
53 0.030 1 
54 0.031 0.008 
55 0.031 0.006 
56 0.014 

57 0.032 0.030 

58 0.032 0.009 

59 0.032 0.026 

60 0.033 0.031 

61 0.033 0.036 
62 0.033 0.006 

63 0.034 0.006 

64 0.034 0.005 

65 0.035 0.024 

66 0.035 0.005 

67 0.011 

68 0.039 

69 0.038 0.015 

0.038 0.021 

0.038 0.103 

0.040 0.027 

0.040 0.015 

. 0.040 0.013 

NSTNW 0.033 
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77 0.047 0.074 . 

78 0.048 0.064 

79 0.027 

80 0.053 0.009 

81 DEKOPER PL NW 0.055 0.016 

82 0.012 

83 0.055 0.032 

84 CHESAPEAKE ST NW 0.058 0.031 

85 0.059 0.022 

86 0.059 0.020 

87 0.060 0.053 

88 0.063 0.017 

89 0.063 0.049 

90 0.064 0.007 

91 0.067 0.048 

RALST. NW 1 0.077 0.015 

KLINGLE RD NW· 0.077 0.017 

0.079 0.020 

95 0.088 0.013 

96 0.074 

97 MACOMB ST NW 2 0.098 0.061 

98 28TH ST NW 0.104 0.045 

99 0.114 0.013 

100 0.126 0.033 

101 0.197 0.090 

102 0.219 0.280 
Footnotes: 
1. Indicates 90th percentile for Copper first draw,;, 102 samples x 0.9 = 91.8 rounded to 92"d sample 
2. Indicates samples taken twice in same semester at the same location 
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Section 2 
Detail report of all results collected under the compliance program 

Compliance Samples - Tier 1 

Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OftDate: 7/25/2005 Lead (ppm) I st Draw: OND 

Collection 7/27/2005 Lead (ppm) 2nd Draw: OND 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.036 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.011 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: 0
No 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0.014 

Partial Lead X No 

Bottle Drop OftDate: 10/25/2005 Lead (ppm) 1st Draw: 0.002 

Collection 10/27/2005 Lead (ppm) 2nd Draw: 0.001 

Received at 11/1/2005 Copper (ppm) 1st Draw: 0.219 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.280 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

Partial Lead X No 

Bottle Drop OftDate: 9/25/2005 Lead (ppm) 1st Draw: 0.007 

Collection 9/28/2005 Lead (ppm) 2nd Draw: 0.012 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.038 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: O.D15 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: 0.020 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: 0.015 

Lead X No 

Bottle Drop OftDate: 10/26/2005 Lead (ppm) I st Draw: 0.001 

Collection 10/28/2005 Lead (ppm) 2nd Draw: OND 

Received at 11/1/2005 Copper (ppm) 1st Draw: 0.025 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.018 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

12 



Pipe Sampling Date 
Address Material Routine Discontillued Requested 

Lead X No 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) 1st Draw: 0.028 

Collection 8/3/2005 Lead (ppm) 2nd Draw: 0.008 
Received at 8/9/2005 Copper (ppm) 1st Draw: 0.063 

Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.049 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Partial Lead X No 

Bottle Drop OffDate: 11/1/2005 Lead (ppm) 1st Draw: 0.002 

Collection 11/2/2005 Lead (ppm) 2nd Draw: OND 

Received at 11/8/2005 Copper (ppm) 1st Draw: 0.059 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.022 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: 0.023 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Lead X Yes 3/6/2006 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) 1st Draw: 0.017 

Collection 7/26/2005 Lead (ppm) 2nd Draw: 0.008 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.021 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.023 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: 0.166 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0.032 

Partial Lead X No 

Bottle Drop OffDate: 9/25/2005 Lead (ppm) 1st Draw: OND 

Collection 9/30/2005 Lead (ppm) 2nd Draw: OND 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.021 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.010 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: OND 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OftDate: 9/25/2005 Lead (ppm) lst Draw: 0.013 
Collection 9/28/2005 Lead (ppm) 2nd Draw: 0.017 
Received at 10/4/2005 Copper (ppm) 1st Draw: 0.044 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.033 
Date received from Aqueduct: 10/21/2005 Iron (ppm) lst Draw: 0

No 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OftDate: 7125/2005 Lead (ppm) lst Draw: 0.007 
Collection 7/27/2005 Lead (ppm) 2nd Draw: 0.006 
Received at 7129/2005 Copper (ppm) lst Draw: 0.077 
Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0,015 

Date received from Aqueduct: 8/26/2005 Iron (ppm) I st Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0
No 

Partial Lead X No 

Bottle Drop OftDate: 7/25/2005 Lead (ppm) lst Draw: 0.010 

Collection 7/26/2005 Lead (ppm) 2nd Draw: 0.0085
1 

Received at 7129/2005 Copper (ppm) lst Draw: 0.055 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.032 
Date received from Aqueduct: 8/26/2005 Iron (ppm) lst Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OftDate: 10/25/2005 Lead (ppm) 1st Draw: 0.013 

Collection 10/27/2005 Lead (ppm) 2nd Draw: 0.016 

Received at 11/1/2005 Copper (ppm) lst Draw: 0.197 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.090 
Date received from Aqueduct: 11/17/2005 Iron (ppm) I st Draw: 0.667 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: 0.751 

Lead X No 

Bottle Drop OftDate: 10/25/2005 Lead (ppm) 1st Draw: 0.051 

Collection 10/26/2005 Lead (ppm) 2nd Draw: 0.037 

Received at 11/1/2005 Copper (ppm) lst Draw: 0.126 
Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.033 
Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: 0.102 
Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 
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Pipe Sampling Date 
Address Material Routine Disconti11ued Requested 

Lead X No 

Bottle Drop OffDate: 11/1/2005 Lead (ppm) I st Draw: 0.006 

Collection 11/212005 Lead (ppm) 2nd Draw: 0.013 

Received at 11/8/2005 Copper (ppm) I st Draw: 0.033 

Analysis Date: 11/17/2005 Copper (ppm) 2nd Draw: 0.031 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OffDate: 11/1/2005 Lead (ppm) 1st Draw: 0.009 

Collection 11/212005 Lead (ppm) 2nd Draw: 0.013 

Received at 11/8/2005 Copper (ppm) 1st Draw: 0.059 

Analysis Date: 11/17/2005 Copper (ppm) 2nd Draw: 0.020 

Date received from Aqueduct: 11/17/2005 Iron (ppm) I st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) I st Draw: 0.015 

Collection 7/27/2005 Lead (ppm) 2nd Draw: 0.015 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.032 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.026 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: 0.017 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0.034 

Lead X No 

Bottle Drop OffDate: 1211/2005 Lead (ppm) lst Draw: 0.003 

Collection 121212005 Lead (ppm) 2nd Draw: 0.003 

Received at 121212005 Copper (ppm) 1st Draw: 0.047 

Analysis Date: 1216/2005 Copper (ppm) 2nd Draw: 0.074 

Date received from Aqueduct: 1217/2005 Iron (ppm) 1st Draw: 0.018 

Date Letter Sent to Customer: 12107/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Lead X No 

Bottle Drop OffDate: 10/26/2005 Lead (ppm) 1st Draw: 0.005 

Collection 10128/2005 Lead (ppm) 2nd Draw: 0.004 

Received at 11/1/2005 Copper (ppm) 1st Draw: 0.028 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.026 

Date received from Aqueduct: 11/17/2005 Iron (ppm) I st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Partial Lead X No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) 1st Draw: 0.004 

Collection 7/27/2005 Lead (ppm) 2nd Draw: 0.004 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.026 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.025 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 

Partial Lead X No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) lst Draw: 0.003 

Collection 7/27/2005 Lead (ppm) 2nd Draw: 0.002 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.019 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.015 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: 0.017 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Partial Lead X No 

Bottle Drop OffDate: 9/25/2005 Lead (ppm) 1st Draw: 0.004 

Collection 9/29/2005 Lead (ppm) 2nd Draw: 0.0045
1 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.020 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.057 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: 0.07 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Partial Lead X No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) I st Draw: 0.004 

Collection 7/28/2005 Lead (ppm) 2nd Draw: 0.003 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.032 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.030 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 

Partial Lead X No 

Bottle Drop OffDate: 11/2/2005 Lead (ppm) I st Draw: 0.002 

Collection 11/3/2005 Lead (ppm) 2nd Draw: 0.002 
Received at · 11/4/2005 Copper (ppm) 1st Draw: 0.035 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.024 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 
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· Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Partial Lead X No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) 1st Draw: 0.009 

Collection 7/26/2005 Lead (ppm) 2nd Draw: 0.007 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.048 

Analysis Date: 8/11/2005 Copper (ppm) 2nd Draw: 0.064 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: 0.017 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0.021 

Lead X No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) I st Draw: 0.007 

Collection 7/26/2005 Lead (ppm) 2nd Draw: 0.006 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.038 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.021 

Date received from Aqueduct: 8126/2005 Iron (ppm) 1st Draw: 0.142 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Lead X No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) I st Draw: 0.010 

Collection 7/27/2005 Lead (ppm) 2nd Draw: 0.006 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.077 

Analysis Date: 8/11/2005 Copper (ppm) 2nd Draw: 0.017 

Date received from Aqueduct: 8/26/2005 Iron (ppm) I st Draw: 0<10 ppb 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0.018 

Lead X No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) I st Draw: 0.005 

Collection 7127/2005 Lead (ppm) 2nd Draw: 0.010 

Received at 7129/2005 Copper (ppm) 1st Draw: 0.019 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.055 

Date received from Aqueduct: 8/26/2005 Iron (ppm) I st Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0.010 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OffDate: 7125/2005 Lead (ppm) I st Draw: a <.5 ppb 

Collection 7/2712aa5 Lead (ppm) 2nd Draw: a <.5 ppb 

Received at 7129/2aa5 Copper (ppm) 1st Draw: a.a79 
Analysis Date: 8/1at2aa5 Copper (ppm) 2nd Draw: a.a2a 
Date received from Aqueduct: 8/25/2aa5 Iron (ppm) 1st Draw: aND 

Date Letter Sent to Customer: a8/26/a5 Iron (ppm) 2nd Draw: a<10 ppb 

Partial Lead X No 

Bottle Drop OffDate: 1a/25/2aa5 Lead (ppm) I st Draw: a.aa3 
Collection 1a/27/2aa5 Lead (ppm) 2nd Draw: a.a06 
Received at 11/1/2aa5 Copper (ppm) 1st Draw: a.a6a 
Analysis Date: 11/1612aa5 Copper (ppm) 2nd Draw: a.a53 

Date received from Aqueduct: 11/17/2aa5 Iron (ppm) 1st Draw: aND 

Date Letter Sent to Customer: 11/18/a5 Iron (ppm) 2nd Draw: aND 

Lead X No 

Bottle Drop OffDate: 7/25/2aa5 Lead (ppm) 1st Draw: aND 

Collection 7/29/2aa5 Lead (ppm) 2nd Draw: a.a06 

Received at 8/1/2aa5 Copper (ppm) lst Draw: a.063 

Analysis Date: 8/1al2aa5 Copper (ppm) 2nd Draw: a.a17 

Date received from Aqueduct: 8/25/2aa5 Iron (ppm) I st Draw: aND 

Date Letter Sent to Customer: a8/29ta5 Iron (ppm) 2nd Draw: aND 

Lead X No 

Bottle Drop OffDa e: 9125/2aa5 Lead (ppm) I st Draw: a.aa3 

Collection 9/27/2aa5 Lead (ppm) 2nd Draw: a.aa2 

Received at 1a/4/2aa5 Copper (ppm) lst Draw: a.a11 

Analysis Date: 10/1712aa5 Copper (ppm) 2nd Draw: a.aa8 

Date received from Aqueduct: 1a/2112aa5 Iron (ppm) 1st Draw: a<10 ppb 

Date Letter Sent to Customer: 1a/21/a5 Iron (ppm) 2nd Draw: aND 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OftDate: 11/1/2005 Lead (ppm) 1st Draw: OND 

Collection 11/2/2005 Lead (ppm) 2nd Draw: OND 

Received at 11/8/2005 Copper (ppm) 1st Draw: 0.028 

Analysis Date: 11/17/2005 Copper (ppm) 2nd Draw: 0.009 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: 0
No 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

Partial Lead X No 

Bottle Drop OftDate: 9/25/2005 Lead (ppm) I st Draw: 0.008 

Collection 9/29/2005 Lead (ppm) 2nd Draw: 0.006 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.040 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.013 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OftDate: 9/25/2005 Lead (ppm) I st Draw: 0.005 

Collection 9/28/2005 Lead (ppm) 2nd Draw: 0.007 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.022 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.010 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: 0
No 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: 0
No 

Lead X No 

Bottle Drop OftDate: 7/25/2005 Lead (ppm) I st Draw: 0.005 

Collection 7/26/2005 Lead (ppm) 2nd Draw: 0 <.5 ppb 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.021 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.006 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: 0.316 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Partial Lead X No 

Bottle Drop OftDate: 7/25/2005 Lead (ppm) I st Draw: 0.004 

Collection 7/28/2005 Lead (ppm) 2nd Draw: 0.007 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.104 

Analysis Date: Copper (ppm) 2nd Draw: 0.045 

Date received from Aqueduct: 8/25/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OffDate: 9/25/2005 Lead (ppm) 1st Draw: 0.005 

Collection 9/28/2005 Lead (ppm) 2nd Draw: 0.005 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.024 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.017 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: 0<10 ppb 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Lead X No 

Bottle Drop OffDate: 10/25/2005 Lead (ppm) 1st Draw: 0.016 

Collection 10/26/2005 Lead (ppm) 2nd Draw: 0.005 

Received at 11/1/2005 Copper (ppm) 1st Draw: 0.044 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.021 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: QND 

Lead X No 

Bottle Drop OffDate: 9/25/2005 Lead (ppm) 1st Draw: 0.017 

Collection 9/29/2005 Lead (ppm) 2nd Draw: 0.039 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.007 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.011 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: 0.137 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: 0.130 

Lead X No 

Bottle Drop OffDate: 11/1/2005 Lead (ppm) 1st Draw: 0.005 

Collection 11/2/2005 Lead (ppm) 2nd Draw: 0.003 

Received at 11/8/2005 Copper (ppm) 1st Draw: 0.040 

Analysis Date: 11/17/2005 Copper (ppm) 2nd Draw: 0.015 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) 1st Draw: 0.005 

Collection 7/27/2005 Lead (ppm) 2nd Draw: 0.007 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.016 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.005 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: 0<10 ppb 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

lead X No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) I st Draw: 0.001 

Collection 7/26/2005 Lead (ppm) 2nd Draw: 0 <.5 ppb 

Received at 7/29/2005 Copper (ppm) I st Draw: 0.020 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.017 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 

Partial lead X No 

Bottle Drop OffDate: 10/25/2005 Lead (ppm) 1st Draw: 0.008 

Collection 10/27/2005 Lead (ppm) 2nd Draw: 0.008 

Received at 11/1/2005 Copper (ppm) 1st Draw: 0.033 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.036 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

lead X No 

Bottle Drop OffDate: 11/1/2005 Lead (ppm) 1st Draw: 0.005 

Collection 11/2/2005 Lead (ppm) 2nd Draw: 0.007 

Received at 11/8/2005 Copper (ppm) 1st Draw: 0.114 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.013 

Date received from Aqueduct: 1 t/17/2005 Iron (ppm) l~t Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) 1st Draw: 0.012 

Collection 7/28/2005 Lead (ppm) 2nd Draw: 0.008 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.098 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.061 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 

lead X No 

Bottle Drop OffDate: 9/25/2005 Lead (ppm) 1st Draw: 0.002 

Collection 9/28/2005 Lead (ppm) 2nd Draw: 0.003 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.040 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.027 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: OND 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OffDate: 7125/2005 Lead (ppm) I st Draw: 0.007 
Collection 7/28/2005 Lead (ppm) 2nd Draw: 0.006 
Received at 7/29/2005 Copper (ppm) I st Draw: 0.022 
Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.018 
Date received from Aqueduct: 8/26/2005 Iron (ppm) Ist Draw: 0.020 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0.010 

Lead X No 

Bottle Drop OftDate: 9/2512005 Lead (ppm) I st Draw: 0.003 
Collection 9/28/2005 Lead (ppm) 2nd Draw: 0.003 
Received at 10/4/2005 Copper (ppm) I st Draw: 0.032 
Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.014 
Date received from Aqueduct: 10/21/2005 Iron (ppm) I st Draw: OND 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) I st Draw: 0.011 
Collection 8/5/2005 Lead (ppm) 2nd Draw: 0.005 
Received at 8/9/2005 Copper (ppm) Ist Draw: 0.034 
Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.005 
Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.01 
Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.012 

Lead X No 

Bottle Drop OftDate: 8/30/2005 Lead (ppm) 1st Draw: 0.025 

Collection 9/1/2005 Lead (ppm) 2nd Draw: 0.021 

Received at 912/2005 Copper (ppm) I st Draw: 0.009 
Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.010 

Date received from Aqueduct: 9/16/2005 Iron (ppm) Ist Draw: 0.617 
Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.062 
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Pipe Sampling Date 
Address Material Routine Discontillued Requested 

Lead X No 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) 1st Draw: 0.007 

Collection 8/3/2005 Lead (ppm) 2nd Draw: 0.004 

Received at 9/9/2005 Copper (ppm) 1st Draw: 0.028 

Analysis Date: 9/6/2005 Copper (ppm) 2nd Draw: 0.004 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.060 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Lead X No 

Bottle Drop OffDate: 9/25/2005 Lead (ppm) 1st Draw: 0<.5 ppb 

Collection 9/27/2005 Lead (ppm) 2nd Draw: OND 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.018 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.013 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: 0.043 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OftDate: 9/25/2005 Lead (ppm) lst Draw: 0.008 

Collection 9/28/2005 Lead (ppm) 2nd Draw: 0.011 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.030 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.018 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: 0.019 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Lead X No 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) 1st Draw: 0.007 

Collection 8/4/2005 Lead (ppm) 2nd Draw: 0.008 

Received at 8/9/2005 Copper (ppm) 1st Draw: 0.030 

Analysis Date: 9/6/2005 Copper (ppm) 2nd Draw: 0.010 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.016 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.066 
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Pipe Sampling Date 
Address Material Routine Disconti11ued Requested 

Lead X No 

Bottle Drop OftDate: 8130/2005 Lead (ppm) I st Draw: 0.004 
Collection 9/1/2005 Lead (ppm) 2nd Draw: 0.002 
Received at 9/2/2005 Copper (ppm) 1st Draw: 0.031 
Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.008 
Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.042 
Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.030 

Lead X No 

Bottle Drop OffDate: 9/25/2005 Lead (ppm) I st Draw: 0.004 
Collection 9/28/2005 Lead (ppm) 2nd Draw: 0.016 

Received at 10/4/2005 Copper (ppm) 1st Draw: , 0.053 
Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.009 
Date received from Aqueduct: 10/21/2005 Iron (ppm) I st Draw: OND 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OffDate: 8/30/2005 Lead (ppm) 1st Draw: 0.012 
Collection 9/1/2005 Lead (ppm) 2nd Draw: 0.013 

Received at 9/2/2005 Copper (ppm) I st Draw: 0.017 

Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.031 
Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.011 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.012 

Lead X No 

Bottle Drop OftDate: 8/1/2005 Lead (ppm) I st Draw: 0.006 

Collection 8/2/2005 Lead (ppm) 2nd Draw: 0.026 

Received at 8/9/2005 Copper (ppm) I st Draw: 0.034 
Analysis Date: 9/6/2005 Copper (ppm) 2nd Draw: 0.006 

Date received from Aqueduct: 9/1612005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: OND 

Partial . X No 
Lead 

Bottle Drop OftDate: 8/30/2005 Lead (ppm) I st Draw: 0.010 

Collection 8/31/2005 Lead (ppm) 2nd Draw: 0.0055
1 

Received at 9/2/2005 Copper (ppm) I st Draw: 0.010 

Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.011 

Date received from Aqueduct: 9/16/2005 Iron (ppm) I st Draw: 0.043 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.015 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OftDate: 8/1/2005 Lead (ppm) I st Draw: 0.010 
Collection 8/3/2005 Lead (ppm) 2nd Draw: 0.010 

Received at 8/9/2005 Copper (ppm) I st Draw: 0.033 
Analysis Date: 9/6/2005 Copper (ppm) 2nd Draw: 0.006 
Date received from Aqueduct: 9/16/2005 Iron (ppm) I st Draw: QND 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: QND 

Lead X No 

Bottle Drop OftDate: 8/1/2005 Lead (ppm) 1st Draw: 0.001 

Collection 8/4/2005 Lead (ppm) 2nd Draw: 0.001 

Received at 8/9/2005 Copper (ppm) I st Draw: 0.013 

Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.006 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.079 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.098 

Lead X No 

Bottle Drop OftDate: 9/25/2005 Lead (ppm) I st Draw: 0.00251 

Collection 9/29/2005 Lead (ppm) 2nd Draw: 0.003 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.016 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.016 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: 0.09 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: 0.063 

Partial Lead X No 

Bottle Drop OftDate: 8/1/2005 Lead (ppm) I st Draw: 0.001 

Collection 9/2/2005 L.ead (ppm) 2nd Draw: 0.001 

Received at 9/2/2005 Copper (ppm) 1st Draw: 0.012 

Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.012 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.012 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0<10 ppb 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OffDate: 811/2005 Lead (ppm) 1st Draw: 0.013 
Collection 8/3/2005 Lead (ppm) 2nd Draw: 0.018 
Received at 8/9/2005 Copper (ppm) I st Draw: 0.013 
Analysis Date: 9/6/2005 Copper (ppm) 2nd Draw: 0.009 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.229 
Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.138 

Lead X No 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) 1st Draw: 0.005 
Collection 8/2/2005 Lead (ppm) 2nd Draw: 0.007 
Received at 819/2005 Copper (ppm) 1st Draw: 0.009 
Analysis Date: 917/2005 Copper (ppm) 2nd Draw: 0.024 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OffDate: 8/30/2005 Lead (ppm) I st Draw: 0.013 

Collection 8/31/2005 Lead (ppm) 2nd Draw: 0.0215
1 

Received at 9/2/2005 Copper (ppm) 1st Draw: 0.020 

Analysis Date: 9/1512005 Copper (ppm) 2nd Draw: 0.017 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.385 
Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.037 

Lead X No 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) 1st Draw: 0.014 

Collection 8/2/2005 Lead (ppm) 2nd Draw: 0.013 

Received at 8/9/2005 Copper (ppm) I st Draw: 0.058 

Analysis Date: 9/1512005 Copper (ppm) 2nd Draw: 0.031 
Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.046 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.027 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

... CHESAPEAKE ST NWWashington. DC 20016:- Lead X No 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) 1st Draw: 0.009 
Collection 8/3/2005 Lead (ppm) 2nd Draw: 0.004 

Received at 8/9/2005 Copper (ppm) 1st Draw: 0.035 

Analysis Date: 9/6/2005 Copper (ppm) 2nd Draw: 0.005 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.020 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.024 

Lead X No 

Bottle Drop OffDate: 9/25/2005 Lead (ppm) 1st Draw: 0.013 

Collection 9/28/2005 Lead (ppm) 2nd Draw: O.D16 

Received at 10/4/2005 Copper (ppm) I st Draw: 0.015 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.007 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Lead X No 

Bottle Drop OffDate: 8/30/2005 Lead (ppm) 1st Draw: 0.011 

Collection 9/1/2005 Lead (ppm)·2nd Draw: 0.032 

Received at 9/2/2005 Copper (ppm) I st Draw: 0.038 

Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.103 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.021 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 1.030 

Lead X No 

Bottle Drop OffDate: 8/30/2005 Lead (ppm) 1st Draw: 0.024 

Collection 9/1/2005 Lead (ppm) 2nd Draw: 0.023 

Received at 9/2/2005 Copper (ppm) 1st Draw: 0.016 

Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.009 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.111 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.050 

Lead X No 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) 1st Draw: 0.002 

Collection 8/4/2005 Lead (ppm) 2nd Draw: 0.003 

Received at 8/9/2005 Copper (ppm) 1st Draw: 0.050 

Analysis Date: 9/6/2005 Copper (ppm) 2nd Draw: 0.027 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0<10 ppb 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.015 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) I st Draw: 0.024 

Collection 813/2005 Lead (ppm) 2nd Draw: 0.018 

Received at 8/9/2005 Copper (ppm) 1st Draw: 0.024 

Analysis Date: 9/7/2005 Copper (ppm) 2nd Draw: 0.040 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.151 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.255 

Lead X No 

Bottle Drop OftDate: 8/30/2005 Lead (ppm) I st Draw: 0.007 

Collection 9/1/2005 Lead (ppm) 2nd Draw: 0.010 

Received at 9/2/2005 Copper (ppm) 1st Draw: 0.036 

Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.039 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw; OND 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OffDate: 8130/2005 Lead (ppm) I st Draw: 0.007 

Collection 9/1/2005 Lead (ppm) 2nd Draw: 0.003 

Received at 9/2/2005 Copper (ppm) 1st Draw: 0.021 

Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.013 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.044 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.043 

Lead X No 

Bottle Drop OffDate: 9/25/2005 Lead (ppm) I st Draw: 0.001 

Collection 9/29/2005 Lead (ppm) 2nd Draw: 0.001 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.013 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.013 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw: QND 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OftDate: 9/25/2aa5 Lead (ppm) I st Draw: O.Oa6 

Collection 9/27/2aa5 Lead (ppm) 2nd Draw: a.aa5 

Received at 1a/4/2aa5 Copper (ppm) 1st Draw: a.a12 

Analysis Date: 1a/17/2aa5 Copper (ppm) 2nd Draw: a.aa9 

Date received from Aqueduct: 1a/21/2aa5 Iron (ppm) 1st Draw: aND 

Date Letter Sent to Customer: 1 a/21/a5 Iron (ppm) 2nd Draw: aND 

Lead X No 

Bottle Drop OftDate: 8/1/2aa5 Lead (ppm) 1st Draw: a.aa7 

Collection 8/4/2aa5 Lead (ppm) 2nd Draw: a.aa5 

Received at 8/9/2aa5 Copper (ppm) 1st Draw: a.a18 

Analysis Date: 9/6/2aa5 Copper (ppm) 2nd Draw: a.aa6 

Date received from Aqueduct: 9/16/2aa5 Iron (ppm) 1st Draw: aND 

Date Letter Sent to Customer: a9/19/a5 Iron (ppm) 2nd Draw: aND 

Lead X No 

Bottle Drop OftDate: 8/1/2aa5 Lead (ppm) 1st Draw: a.a1a 

Collection 8/2/2aa5 Lead (ppm) 2nd Draw: a.aa8 

Received at 8/9/2aa5 Copper (ppm) I st Draw: a.a55 

Analysis Date: 9/6/2aa5 Copper (ppm) 2nd Draw: a.a12 

Date received from Aqueduct: 9/1612aa5 Iron (ppm) 1st Draw: aND 

Date Letter Sent to Customer: a9/19/a5 Iron (ppm) 2nd Draw: aND 

Lead X No 

Bottle Drop OftDate: 8/1/2aa5 Lead (ppm) 1st Draw: a.aa2 

Collection 8/3/2aa5 Lead (ppm) 2nd Draw: a.aa3 

Received at 8/9/2aa5 Copper (ppm) 1st Draw: a.aa3 

Analysis Date: Copper (ppm) 2nd Draw: a.aa8 

Date received from Aqueduct: 9/16/2aa5 Iron (ppm) 1st Draw: aND 

Date Letter Sent to Customer: a9/19/a5 Iron (ppm) 2nd Draw: a.a11 

Lead X No 

Bottle Drop OftDate: 8/1/2aa5 Lead (ppm) I st Draw: a.a1a 

Collection 8/3/2aa5 Lead (ppm) 2nd Draw: a.a04 

Received at 8/9/2aa5 Copper (ppm) 1st Draw: a.a12 

Analysis Date: 9/6/2aa5 Copper (ppm) 2nd Draw: a.aa7 

Date received from Aqueduct: 9/16/2aa5 Iron (ppm) I st Draw: a.219 

Date Letter Sent to Customer: a9/19/a5 Iron (ppm) 2nd Draw: a.a27 

29 



Pipe Sampling Date 
Address Material Routine Disconti11ued Requested 

Lead X No 

Bottle Drop OftDate: 9/25/2aa5 Lead (ppm) I st Draw: a.a11 
Collection 9/28/2aa5 Lead (ppm) 2nd Draw: a.aa9 
Received at 1a/4/2aa5 Copper (ppm) 1st Draw: 0.013 
Analysis Date: 1a/17/2aa5 Copper (ppm) 2nd Draw: a.aa8 
Date received from Aqueduct: 1a/2112aa5 Iron (ppm) 1st Draw: aND 

Date Letter Sent to Customer: 1 at21/a5 Iron (ppm) 2nd Draw: aND 

Lead X No 

Bottle Drop OftDate: 8/1/2aa5 Lead (ppm) 1st Draw: a.a12 
Collection 813/20a5 Lead (ppm) 2nd Draw: a.a16 
Received at 8/9/2aa5 Copper (ppm) 1st Draw: a.aa5 
Analysis Date: 9/6/2aa5 Copper (ppm) 2nd Draw: a.aoo 
Date received from Aqueduct: 9/16/2aa5 Iron (ppm) 1st Draw: 0.347 
Date Letter Sent to Customer: a9/19/a5 Iron (ppm) 2nd Draw: a.a15 

Lead X No 

Bottle Drop OftDate: 8/1/2aa5 Lead (ppm) 1st Draw: a.a04 

Collection 8/3/2aa5 Lead (ppm) 2nd Draw: a.a2a 

Received at 8/9/2aa5 Copper (ppm) 1st Draw: a.a21 

Analysis Date: 9/7/2aa5 Copper (ppm) 2nd Draw: a.013 

Date received from Aqueduct: 9/16/2aa5 Iron (ppm) lst Draw: aND 

Date Letter Sent to Customer: a9/19/a5 Iron (ppm) 2nd Draw: a.a14 

Lead X No 

Bottle Drop OffDate: 8/1/2aa5 Lead (ppm) I st Draw: a.aa3 

Collection 8/4/2aa5 Lead (ppm) 2nd Draw: a.aa3 

Received at 8/9/2aa5 Copper (ppm) 1st Draw: a.a93 

Analysis Date: Copper (ppm) 2nd Draw: a.a74 

Date received from Aqueduct: 9/16/2aa5 Iron (ppm) 1st Draw: aND 

Date Letter Sent to Customer: a9/19/05 Iron (ppm) 2nd Draw: . aND 

Lead X No 

Bottle Drop OftDate: 1a/26t2aa5 Lead (pp_m) 1st Draw: a.aa35
1 

Collection 1a/27/2aa5 Lead (ppm) 2nd Draw: a.a04 

Received at 11/1/2aa5 Copper (ppm) 1st Draw: a.a67 

Analysis Date: 11/16/2aa5 Copper (ppm) 2nd Draw: a.048 

Date received from Aqueduct: 11/17/2aa5 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/a5 Iron (ppm) 2nd Draw: aND 

30 



Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OffDate: 12/1/2005 Lead (ppm) 1st Draw: 0.006 
Collection 12/2/2005 Lead (ppm) 2nd Draw: 0.002 
Received at 12/212005 Copper (ppm) 1st Draw: 0.018 
Analysis Date: 12/6/2005 Copper (ppm) 2nd Draw: 0.008 
Date received from Aqueduct: 1217/2005 Iron (ppm) 1st Draw: 0.280 
Date Letter Sent to Customer: 12/07/05 Iron (ppm) 2nd Draw: 0.020 

Lead X No 

Bottle Drop OffDate: 10/26/2005 Lead (ppm) 1st Draw: 0.0045
1 

Collection 10/27/2005 Lead (ppm) 2nd Draw: 0.002 

. Received at 11/1/2005 Copper (ppm) 1st Draw: 0.016 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.016 
Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

Lead X No 

Bottle Drop OffDate: 10/25/2005 Lead (ppm) 1st Draw: 0.012 

Collection 10/26/2005 Lead (ppm) 2nd Draw: 0.005 
Received at 1111/2005 Copper (ppm) 1st Draw: 0.025 
Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.015 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: 0.199 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

NonRoutine Samples 
Pipe Sampling Date 

Address Material Routine Discontinued Requested 

Partial Lead No 

Bottle Drop OftDate: 7/25/2005 Lead (ppm) I st Draw: 0.005 
Collection 7/27/2005 Lead (ppm) 2nd Draw: 0.008 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.031 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.006 
Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: 0<10 ppb 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 

Note: 
1 -This result was not rounded to 3 decimal places because the lab result rounded the numerical results 
to 4 decimal places and rounding this re.sult will cause a double rounding error. 
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Non Tier 1 Samples Invalidated 
Pipe Sampling Date 

Address Material Routine Discontinued Requested 

Copper No 

Bottle Drop OffDate: 9/28/2005 Lead (ppm) 1st Draw: QND 

Collection 9/30/2005 Lead (ppm) 2nd Draw: QND 

Received at 10/4/2005 Copper (ppm) 1st Draw: 0.020 

Analysis Date: 10/17/2005 Copper (ppm) 2nd Draw: 0.010 

Date received from Aqueduct: 10/21/2005 Iron (ppm) 1st Draw: 0.019 

Date Letter Sent to Customer: 10/21/05 Iron (ppm) 2nd Draw• 0.014 

Full Copper No 

Bottle Drop OffDate: 10/25/2005 Lead (ppm) 1st Draw: 0.001 

Collection 10/26/2005 Lead (ppm) 2nd Draw: OND 

Received at 11/8/2005 Copper (ppm) 1st Draw: 0.050 

Analysis Date: 11/17/2005 Copper (ppm) 2nd Draw: 0.023 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 

Full Copper Yes 12/8/2005 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) 1st Draw: 0.001 

Collection 7/27/2005 Lead (ppm) 2nd Draw: 0.001 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.066 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.031 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: 0<10 ppb 

Bottle Drop OffDate: 10/24/2005 Lead (ppm) 1st Draw: 0.001 

Collection 10/26/2005 Lead (ppm) 2nd Draw: 0<.5 ppb 

Received at 11/1/2005 Copper (ppm) 1st Draw: 0.093 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.086 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: 0
No 

Copper No 

Bottle Drop OffDate: 11/1/2005 Lead (ppm) 1st Draw: 0.002 

Collection 11/2/2005 Lead (ppm) 2nd Draw: 0 <.5 ppb 

Received at 11/8/2005 Copper (ppm) 1st Draw: 0.050 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.053 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: 0.184 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: 0.013 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Full Copper No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) 1st Draw: 0.002 

Collection 7/27/2005 Lead (ppm) 2nd Draw: 0.002 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.027 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.020 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: 0
No 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 

Unknown No 

Bottle Drop OffDate: 10/25/2005 Lead (ppm) 1st Draw: 0.001 

Collection 10/25/2005 Lead (ppm) 2nd Draw: 0.001 

Received at 11/1/2005 Copper (ppm) 1st Draw: 0.094 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.031 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/17/05 Iron (ppm) 2nd Draw: OND 

Full Copper No 

Bottle Drop OffDate: 7/25/2005 Lead (ppm) I st Draw: 0.002 

Collection 7/27/2005 Lead (ppm) 2nd Draw: 0.001 

Received at 7/29/2005 Copper (ppm) 1st Draw: 0.048 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.071 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 

Full Copper No 

Bottle Drop OffDate: 7125/2005 Lead (ppm) 1st Draw: 0.003 

Collection 7128/2005 Lead (ppm) 2nd Draw: 0.001 

Received at 7129/2005 Copper (ppm) 1st Draw: 0.029 

Analysis Date: 8/10/2005 Copper (ppm) 2nd Draw: 0.080 

Date received from Aqueduct: 8/26/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 08/29/05 Iron (ppm) 2nd Draw: OND 

Copper/Galvanized Yes 3/3/2006 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) 1st Draw: 0.001 

Collection 8/3/2005 Lead (ppm) 2nd Draw: 0.001 

Received at 8/9/2005 Copper (ppm) 1st Draw: 0.012 

Analysis Date: 9/7/2005 Copper (ppm) 2nd Draw: 0.011 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.019 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: OND 
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Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OffDate: 8/1/2005 Lead (ppm) 1st Draw: 0.015 

Collection 8/3/2005 Lead (ppm) 2nd Draw: 0.006 

Received at 8/9/2005 Copper (ppm) 1st Draw: 0.051 

Analysis Date: 9/7/2005 Copper (ppm) 2nd Draw: 0.155 

Date received from Aqueduct: 9/16/2005 Iron (ppm) 1st Draw: 0.411 

Date Letter Sent to Customer: 09/19/05 Iron (ppm) 2nd Draw: 0.073 

Copper No 

Bottle Drop OffDate: 10/25/2005 Lead (ppm) I st Draw: 0.001 

Collection 10/25/2005 Lead (ppm) 2nd Draw: 0.001 

Received at 11/1/2005 Copper (ppm) 1st Draw: 0.021 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.014 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: 0.025 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: 0.017 

Copper/Galvanized No 

Bottle Drop OffDate: 11/29/2005 Lead (ppm) I st Draw: 0.004 

Collection 11/30/2005 Lead (ppm) 2nd Draw: 0.003 

Received at 1215/2005 Copper (ppm) 1st Draw: 0.035 

Analysis Date: 1216/2005 Copper (ppm) 2nd Draw: 0.031 

Date received from Aqueduct: 1217/2005 Iron (ppm) 1st Draw: 0.038 

Date Letter Sent to Customer: 12107/05 Iron (ppm) 2nd Draw: 0.027 

Unknown No 

Bottle Drop OffDate: 7/20/2005 Lead (ppm) 1st Draw: 0 <.5 ppb 

Collection 7/19/2005 Lead (ppm) 2nd Draw: 0.001 

Received at 7/28/2005 Copper (ppm) 1st Draw: 0.142 

Analysis Date: 9/15/2005 Copper (ppm) 2nd Draw: 0.111 

Date received from Aqueduct: 9/16/2005 Iron (ppm) I st Draw: OND 

Date Letter Sent to Customer: 11/30/05 Iron (ppm) 2nd Draw: OND 

Copper No 

Bottle Drop OffDate: 10/26/2005 Lead (ppm) 1st Draw: 0 <.5 ppb 

Collection 10/27/2005 Lead (ppm) 2nd Draw: 0 <.5 ppb 

Received at 11/1/2005 Copper (ppm) 1st Draw: 0.040 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.018 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 11/18/05 Iron (ppm) 2nd Draw: OND 
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Invalidated Results - Did not bypass filter 

Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop OftDate: 10/25/2005 Lead (ppm) l st Draw: 0.003 
Collection Date: 10/27/2005 Lead (ppm) 2nd Draw: 0.001 

Received at WAD: 11/1/2005 Copper (ppm) 1st Draw: 0.047 

Analysis Date: 11/16/2005 Copper (ppm) 2nd Draw: 0.067 

Date received from Aqueduct: 11/17/2005 Iron (ppm) 1st Draw: 0.105 
Date Letter Sent to Customer: 11118/05 lron (ppm) 2nd Draw: OND 
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Replacement Samples Taken in 2006 

Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Drop 217/2006 Lead (ppm) 1st Draw 0 <.5 ppb 

Collection 2/9/2006 Lead (ppm) 2nd Draw: 0.001 

Received at WAD: 2/10/2006 Copper (ppm) 1st Draw 0.007 

Analysis Date: 2/15/2006 Copper (ppm) 2nd Draw: 0.011 

Date received from Aqueduct: 3/2/2006 Iron (ppm) 1st Draw: 0<10 ppb 

Date Letter Sent to Customer: 03/07/06 Iron (ppm) 2nd Draw: 0.021 

Lead X No 

Bottle Drop 217/2006 Lead (ppm) 1st Draw 0.004 

Collection 2/8/2006 Lead (ppm) 2nd Draw: 0.001 

Received at WAD: 2/10/2006 Copper (ppm) 1st Draw 0.064 

Analysis Date: 2/15/2006 Copper (ppm) 2nd Draw: 0.007 

Date received from Aqueduct: 312/2006 Iron (ppm) 1st braw: 0<10 ppb 

Date Letter Sent to Customer: 03/07/06 Iron (ppm) 2nd Draw: 0.021 

Partial X No 
Lead 

Bottle Drop 217/2006 Lead (ppm) 1st Draw 0.016 

Collection 2/8/2006 Lead (ppm) 2nd Draw: 0.002 

Received at WAD: 2/10/2006 Copper (ppm) 1st Draw 0.030 

Analysis Date: 2/15/2006 Copper (ppm) 2nd Draw: 0.011 

Date received from Aqueduct: 312/2006 Iron (ppm) 1st Draw: 0.029 

Date Letter Sent to Customer: 03/07/06 Iron (ppm) 2nd Draw: 0.033 

Lead X No 

Bottle Drop 217/2006 Lead (ppm) 1st Draw 0 <.5 ppb 

Collection 2/8/2006 Lead (ppm) 2nd Draw: 0.001 

Received at WAD: 2/10/2006 Copper (ppm) 1st Draw 0.006 

Analysis Date: 2/15/2006 Copper (ppm) 2nd Draw: 0.008 

Date received from Aqueduct: 312/2006 Iron (ppm) 1st Draw: 0.042 

Date Letter Sent to Customer: 03/07/06 Iron (ppm) 2nd Draw: 0.060 
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Pipe Sampling Date 
Address Material Routine Discontillued Requested 

Lead X No 

Bottle Drop 217/2006 Lead (ppm) 1st Draw 0.009 
Collection 2/9/2006 Lead (ppm) 2nd Draw: 0.008 

Received at WAD: 2/10/2006 Copper (ppm) 1st Draw 0.018 

Analysis Date: 2/15/2006 Copper (ppm) 2nd Draw: 0.009 

Date received from Aqueduct: 312/2006 Iron (ppm) 1st Draw: 0.125 

Date Letter Sent to Customer: 03/07/06 Iron (ppm) 2nd Draw: 0.029 

Lead X No 

Bottle Drop 2n12006 Lead (ppm) 1st Draw 0.004 

Collection 2/8/2006 Lead (ppm) 2nd Draw: 0.007 
Received at WAD: 2/10/2006 Copper (ppm) 1st Draw 0.032 

Analysis Date: 2/15/2006 Copper (ppm) 2nd Draw: 0.009 

Date received from Aqueduct: 3/2/2006 Iron (ppm) 1st Draw: 0.010 

Date Letter Sent to Customer: 03/07/06 Iron (ppm) 2nd Draw: 0.010 

Lead No 

Bottle Drop 2n12006 Lead (ppm) 1st Draw 0.030 

Collection 217/2006 Lead (ppm) 2nd Draw: 0.030 

Received at WAD: 2/10/2006 Copper (ppm) 1st Draw 0.088 

Analysis Date: 2/15/2006 Copper (ppm) 2nd Draw: 0.013 

Date received from Aqueduct: 3/2/2006 Iron (ppm) 1st Draw: 0.118 

Date Letter Sent to Customer: 03/07/06 Iron (ppm) 2nd Draw: 0.031 

Lead X No 

Bottle Drop 2n12006 Lead (ppm) I st Draw 0.002 

Collection 2/8/2006 Lead (ppm) 2nd Draw: 0.002 

Received at WAD: 2/10/2006 Copper (ppm) 1st Draw 0.008 

Analysis Date: 2/15/2006 Copper (ppm) 2nd Draw: 0.011 

Date received from Aqueduct: 3/2/2006 Iron (ppm) 1st Draw: 0.015 

Date Letter Sent to Customer: 03/07/06 Iron (ppm) 2nd Draw: 0.011 

37 



Pipe Sampling Date 
Address Material Routine Discontinued Requested 

Lead X No 

Bottle Drop 217/2006 Lead (ppm) 1st Draw 0.007 

Collection 2/9/2006 Lead (ppm) 2nd Draw: 0.001 
Received at WAD: 2/16/2006 Copper (ppm) 1st Draw 0.022 
Analysis Date: 2/2312006 Copper (ppm) 2nd Draw: 0.007 

Date received from Aqueduct: 312/2006 Iron (ppm) 1st Draw: 0.416 

Date Letter Sent to Customer: 03/07/06 Iron (ppm) 2nd Draw: 0.028 

Lead X No 

Bottle Drop 217/2006 Lead (ppm) 1st Draw 0.001 

Collection 2/8/2006 Lead (ppm) 2nd Draw: 0.001 
Received at WAD: 2/10/2006 Copper (ppm) 1st Draw 0.008 

Analysis Date: 2/1512006 Copper (ppm) 2nd Draw: 0 .007 

Date received from Aqueduct: 3/2/2006 Iron (ppm) 1st Draw: 0.025 

Date Letter Sent to Customer: 03/07/06 Iron (ppm) 2nd Draw: 0.021 

Lead X No 

Bottle Drop 3/5/2006 Lead (ppm) 1st Draw OND 

Collection 3/6/2006 Lead (ppm) 2nd Draw: OND 

Received at WAD: 3/8/2006 Copper (ppm) 1st Draw 0.055 

Analysis Date: 3/9/2006 Copper (ppm) 2nd Draw: 0.016 

Date received from Aqueduct: 3/9/2006 Iron (ppm) 1st Draw: OND 

Date Letter Sent to Customer: 03/13/06 Iron (ppm) 2nd Draw: OND 

Lead . X No 

Bottle Drop 3/5/2006 Lead (ppm) I st Draw 0.003 

Collection 3/7/2006 Lead (ppm) 2nd Draw: 0.003 

Received at WAD: 3/13/2006 Copper (ppm) 1st Draw 0.008 

Analysis Date: 3/15/2006 Copper (ppm) 2nd Draw: 0.008 

Date received from Aqueduct: 4/6/2006 Iron (ppm) 1st Draw: 0.063 

Date Letter Sent to Customer: 04/10/06 Iron (ppm) 2nd Draw: 0.071 
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901
h percentile (First draw) is indicated in green. 
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